DEPARTMENT OF FISCAL SERVICES ’g

SEMINOLE COUNTY

l FLORIDA'S MNATLURAL CHOICE

PURCHASING DIVISION

September 19, 2003

To: PROSPECTIVE PROPOSERS AND ALL OTHERS CONCERNED

From: Tammy L. Cummings, CPPB, Contracts Analyst

Subject: CC-1218-03/TLC - Greenwood Lakes/Heathrow Interconnection
Facilities

Due Date: October 22, 2003 @ 2:00 PM

ADDENDUM #1
Total pages: 3

The information included in this Addendum revises, clarifies, or
supplements the specifications and other provisions of the contract
documents and is considered part and parcel to the RFP Package.

The Greenwood Lakes/Heathrow Interconnection Facilities on-site work
shall include the replacement of existing valves per the attached two
sheets. Price for additional work shall be hand written as an add-on line
item before the total cumulative price. All direct, indirect, incidental costs
and labor cost shall be inclusive in the final bid price.

Failure to acknowledge receipt of this addendum on the submittal
SHALL result in disqualification of your bid response.

Signature on File

Peter W. Maley, C.P.M., CPCM
Contracts Supervisor
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GENERAL WOTES

{. XEW ELECTRICAL COWDUIT MWD POWER WIRING YO BE MSTALLED FROW EXISTOG RECLAVED
PP BUNDMG WOC TD EUCTAC VALVE MOTOR  POWER WRMYW 1D & COARECTLY SI2ED
FOR QFERATING THE VAIYE WOTOA.  ALL POWER WIRIMG SHALL BE PROVIDED PER THE YALVE
MOTOR VANEACTUAER REQOUNENDATIONS.

2. EVSIIWG CONTROL WG AND CONTROL PAMIEL/ATY SHALL BE USED NIITH THE WEW VALVES,
OF UPGRADED PER THE REQUNAREMENTS OF THE XEW vALVES.

. OPERALIOW OF THE REW VALYES SHALL REVAN (DCHANCED FROW THE EXISTING DPERATAC
HOOE, WHEY IS AS FOLLOWS: WNEM TNE VALVE TO THE ON-SITE PONDS IS QFEN, THE
VALYE TD THE GROUND STORMGE TANK SHALL BE CIDSED. COMWERSELY, WHEN THE VALVE 10
THE QX-SITE POMDS 1S CLOSED, NHE VALVE TQ THE GRUWD STURAGE FANT SMALL B5 (VEN
W ADOIYIW, WATER LEVEL N TRE EXSTING GROUND STORAGE TAMA SHALL COWTADL YALYE
FOSISTION CNSISTANT WITX CURRENT QFEALTIGN.

4. DHENSOXS OF THE CONMCRETE SLAD SHALL BE ADNSTED AS REQUORED TO ACCOWNGDATE THE
ACTUAL PIPE AXD FISTINGS USED.

5 ALl DISTURBED AREAS SHALL BE RESTORED USWG ARGENTWE-GAMA SOO.
AL REQUIRED ELECIRONK CONTROLS AXD INSTRUMINTS TU BE (OCATED AT THE VALVE
STATION SHALL BE (NSTALLED WITRW A NEWA 41X STAMLESS STEEL FAYEL. PANEL SWAL
EVTHER BE PAD WOUNTEC, OR, MXNTED O8 A RICK PLR TNE QETALS o THE ORAMINGS.
7.24" BOTIERFLY VALVES SHALL RE PRATT FLAWGED EOTTERFL VALVE ASSEWBLIES WITH
UAMAGE AND ROTORS €30/3 PHASE/@) NERTZ ELECTRE WOTOA OPERATDR FOR OW OFF
SEAYEE, 07 EQVAL.
8. THE REQUIRED ELLCIAK MOTOR SHALL St WOUNTED ON 87V #1. L2l

9. THE OPERATOR FOR BFV @2 SHALL B MHTERCOMWECTED 19 BFV ™
L3NG STEEL LOWaGE

K. SEE DRAVOKS FOR OETALS REGARDING OONTRETE PiPE SUPFORTS.
N, SEL DREINGS MWD SPECIFCATAMS RECAROWG ELECTRICAL DETANS.

2. SEE DRNGINGS AND SFECISTATIONS RECARDNG CONCRETE SLAB
COWSTRUCTIOW REQKOREMEATS .
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